







June 18, 2008
To: Mike Andrews, Henryk Piekarz

From:  Jim Kilmer, Jim Priest

Subject:  Walkthrough of new MEast H2 ion source

Here is a list of things we noted in our walkthrough that should be done before operations begin.

1. Label the vent line for H2.

2. Label the tubing in the H2 circuit as carrying H2 flammable gas.

3. After all recommendations are finished bring the Fire Department through the area to familiarize them with the local hazards, in particular the location of the H2.

4. Put signs on the fence entrances to the area giving the experiment name and that the area contains equipment using flammable gas, specifically calling out that it is H2.

5. Extend the vent line to exhaust above the tin roof.
6. Extend the present VESDA line to cover the area of the source.  At present it does not go over any part of the source equipment area.

